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Junction with FRR of Floor/Ceiling  
being continuous

•	 FRR of floor/ceiling is higher 
than the wall 

•	 Difference in FRR is 30 min-
utes or less 

•	 Non-load bearing wall

•	 FRR of floor/ceiling is higher 
than the wall 

•	 Difference in FRR is greater 
than30 minutes 

•	 Non-load bearing wall


